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Key Notes
AMv VALVE FOR DELUGE SYSTEM
SMOKE DETECTOR WILL INITIATE THE ELEVATOR
AMv RECALL.
TAMPER SWITCH AND FLOW SWITCH ARE FOR
@ THE CONNECTING BRIDGE TO BLDG. 1.
RELAY INDIVIDUAL ADDRESSABLE MODULE TO
AMv MONITOR THE DELUGE VALVE.
m.v SMOKE DETECTOR AND/OR HEAT DETECTOR
T@ 15CD 200D B @ WILL INITIATE ELEVATOR RECALL.
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1 Fire Alarm - 2nd Floor Plan KEY PLAN N
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